
1 SCALE: 1 1/2" = 1'-0"
ONE HOUR FIRE BARRIER WALL2 SCALE: 1 1/2" = 1'-0"

ONE HOUR SHAFT WALL FIRE BARRIER3 SCALE: 1 1/2" = 1'-0"
NON-RATED WALL PARTITION4 SCALE: 1 1/2" = 1'-0"

NON-RATED SOUND WALL PARTITION
ONE HOUR SMOKE BARRIER WALLNON-RATED SMOKE PARTITION ONE HOUR HORIZONTAL SHAFT WALL FIRE BARRIER

6 OPENING FRAMING ELEVATION7 WINDOWS, & EXT. WALL AT STAIRS8 FIRE RATED CONTROL JOINTS9 RATED PARTITION AT ROOF/FLOOR DECK10 4'-4" TO 15'-0" WIDE11 GYPSUM BOARD BUTT JOINT
HEAD AT OPENINGS FROM TYPICAL LATERAL BRACING AT DOORS, DOOR & WINDOW (SIMILAR)

12 SCALE: 1/2" = 1'-0"
NESTED TRACK DETAIL

SCALE: 1 1/2" = 1'-0"
FIRE EXTINGUISHER CABINET
SEMI-RECESSED

CODE DESIGN CRITERIA
 BUILDING CODE

 LIFE SAFETY CODE

 WIND LOAD
90 MPH, SECTION 1609.

 SNOW LOAD
10 PSF, TABLE 1608.

 OCCUPANCY CLASSIFICATION

 NEW ADDITION BUILDING PROPERTIES
GROUND FLOOR   3,574
FIRST FLOOR 17,426
SECOND FLOOR      931

TOTAL 21,931

 ALLOWABLE HEIGHT AND AREA MODIFICATIONS
PER IBC TABLE 503, THE BUILDING IS WITHIN THE ALLOWABLE HEIGHTS AND AREA.
NO MODIFICATIONS ARE NECESSARY.

 FIRE PROTECTION
PER IBC TABLE 601, THE FOLLOWING BUILDING ELEMENTS SHALL BE FIRE PROTECTED:

 EGRESS
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